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Important Safety Precautions

Read and observe these safety precautions when using
or working on electric generators, engines and related
equipment. Also read and follow the literature provided
with the equipment.

Proper operation and maintenance are critical to perfor-
mance and safety. Electricity, fuel, exhaust, moving parts
and batteries present hazards that can cause severe
personal injury or death.

FUEL, ENGINE OIL, AND FUMES ARE
FLAMMABLE AND TOXIC

Fire, explosion, and personal injury can result from im-
proper practices.

e Used engine oil, and benzene and lead, found in
some gasoline, have been identified by government
agencies as causing cancer or reproductive toxicity.
When checking, draining or adding fuel or oil, do not
ingest, breathe the fumes, or contact gasoline or
used oil.

® Do not fill tanks with engine running. Do not smoke
around the area. Wipe up oil or fuel spills. Do not
leave rags in engine compartment or on equipment.
Keep this and surrounding area clean.

® |nspect fuel system before each operation and peri-
odically while running.

e Equip fuel supply with a positive fuel shutoff.
® Do not store or transport equipment with fuel in tank.

® Keep an ABC-rated fire extinguisher available near
equipment and adjacent areas for use on all types of
fires except alcohol.

® Unless provided with equipment or noted otherwise
in installation manual, fuel lines must be copper or
steel, secured, free of leaks and separated or
shielded from electrical wiring.

® Use approved, non-conductive flexible fuel hose for
fuel connections. Do not use copper tubing as a flex-
ible connection. It will work—harden and break.

EXHAUST GAS IS DEADLY

e Engine exhaust contains carbon monoxide (CO),
an odorless, invisible, poisonous gas. Learn the
symptoms of CO poisoning.

® Never sleep in a vessel, vehicle, or room with a gen-
set or engine running unless the area is equipped
with an operating CO detector with an audible
alarm.

e Each time the engine or genset is started, or at least
every day, thoroughly inspect the exhaust system.
Shut down the unit and repair leaks immediately.

e Warning: Engine exhaust is known to the State of
California to cause cancer, birth defects and other
reproductive harm.

Make sure exhaust is properly ventilated.

e Vessel bilge must have an operating power
exhaust.

® Vehicle exhaust system must extend beyond ve-
hicle perimeter and not near windows, doors or
vents.

e Do not use engine or genset cooling air to heat an
area.

® Do not operate engine/genset in enclosed area
without ample fresh air ventilation.

e Expel exhaust away from enclosed, sheltered, or
occupied areas.

e Make sure exhaust system components are se-
curely fastened and not warped.

MOVING PARTS CAN CAUSE SEVERE
PERSONAL INJURY OR DEATH

e Do not remove any guards or covers with the equip-
ment running.

e Keep hands, clothing, hair, and jewelry away from
moving parts.

e Before performing any maintenance, disconnect
battery (negative [-] cable first) to prevent acciden-
tal starting.

e Make sure fasteners and joints are secure. Tighten
supports and clamps, keep guards in position over
fans, drive belts, etc.

e [f adjustments must be made while equipment is
running, use extreme caution around hot manifolds
and moving parts, etc. Wear safety glasses and pro-
tective clothing.

BATTERY GAS IS EXPLOSIVE

e Wear safety glasses and do not smoke while servic-
ing batteries.

e Always disconnect battery negative (-) lead first
and reconnect it last. Make sure you connect battery
correctly. A direct short across battery terminals can
cause an explosion. Do not smoke while servicing
batteries. Hydrogen gas given off during charging is
explosive.

e Do not disconnect or connect battery cables if fuel
vapors are present. Ventilate the area thoroughly.
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DO NOT OPERATE IN FLAMMABLE AND
EXPLOSIVE ENVIRONMENTS

Flammable vapor can be ignited by equipment operation
or cause a diesel engine to overspeed and become diffi-
cult to stop, resulting in possible fire, explosion, severe
personal injury and death. Do not operate diesel equip-
ment where a flammable vapor environment can be
created by fuel spill, leak, etc., unless equipped with
an automatic safety device to block the air intake and
stop the engine.

HOT COOLANT CAN CAUSE SEVERE
PERSONAL INJURY

e Hot coolant is under pressure. Do not loosen the
coolant pressure cap while the engine is hot. Let the
engine cool before opening the pressure cap.

ELECTRICAL SHOCK CAN CAUSE SEVERE
PERSONAL INJURY OR DEATH

¢ Do not service control panel or engine with unit run-
ning. High voltages are present. Work that must be
done while unit is running should be done only by
qualified service personnel.

® Do not connect the generator set to the public utility
or to any other electrical power system. Electrocu-
tion can occur at a remote site where line or equip-
ment repairs are being made. An approved transfer
switch must be used if more than one power source
is connected.

e Disconnect starting battery (negative [-] cable first)
before removing protective shields or touching elec-
trical equipment. Use insulative mats placed on dry
wood platforms. Do not wear jewelry, damp clothing
or allow skin surface to be damp when handling
electrical equipment.

e Use insulated tools. Do not tamper with interlocks.

e Follow all applicable state and local electrical
codes. Have all electrical installations performed by
a qualified licensed electrician. Tag open switches
to avoid accidental closure.

e With transfer switches, keep cabinet closed and
locked. Only authorized personnel should have
cabinet or operational keys. Due to serious shock
hazard from high voltages within cabinet, all service
and adjustments must be performed by an electri-
cian or authorized service representative.

If the cabinet must be opened for any reason:

1. Move genset operation switch or Stop/Auto/
Handcrank switch (whichever applies) to Stop.

2. Disconnect genset batteries (negative [] lead
first).

3. Remove AC power to automatic transfer
switch. If instructions require otherwise, use
extreme caution due to shock hazard.

MEDIUM VOLTAGE GENERATOR SETS
(601V TO 15kV)

® Medium voltage acts differently than low voltage.
Special equipment and training are required to work
on or around medium voltage equipment. Operation
and maintenance must be done only by persons
trained and qualified to work on such devices. Im-
proper use or procedures will result in severe per-
sonal injury or death.

e Do not work on energized equipment. Unauthorized
personnel must not be permitted near energized
equipment. Induced voltage remains even after
equipment is disconnected from the power source.
Plan maintenance with authorized personnel so
equipment can be de-energized and safely
grounded.

GENERAL SAFETY PRECAUTIONS

¢ Do not work on equipment when mentally or physi-
cally fatigued or after consuming alcohol or drugs.

e Carefully follow all applicable local, state and feder-
al codes.

e Never step on equipment (as when entering or leav-
ing the engine compartment). It can stress and
break unit components, possibly resulting in dan-
gerous operating conditions from leaking fuel, leak-
ing exhaust fumes, etc.

e Keep equipment and area clean. Oil, grease, dirt, or
stowed gear can cause fire or damage equipment
by restricting airflow.

e Equipment owners and operators are solely re-
sponsible for operating equipment safely. Contact
your authorized Onan/Cummins dealer or distribu-
tor for more information.

KEEP THIS DOCUMENT NEAR EQUIPMENT FOR
EASY REFERENCE.
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TYPICAL
JLLUSTRATIONS

w i’ARTS ILLUSTRATED ARE TYPICAL OF THE W2C
SERIES BUT DO NOT ﬁEFER TO ANY SPECIFIC
MODEL. THIS SECTION IS A REFERENCE AS TO
THE NOUN USED TO DESCRIBE PARTS LISTED
IN THE ENGINE, GENERATOR, CONTROL AND
ACCESSORY SECTIONS. FOR PART NUMBERS FOR
ANY GIVEN UNIT CHECK THE DESCRIPTION IN

THE APPROPRIATE SECTION.



W3C SERIES ILLUSTRATIONS
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18.

CRANKCASE,OIL BASE,AND GEAR COVER GROUP

Cover Assembly, Gear 16. Plate, Crankcase Inspectiop
Gasket, Gear Cover 17, Valve Assy., Breather Check
Gasket, Magneto Gearcase 18. Seal, Gear Cover Oil

Plate, Gearcase Cover 19. Base, Oil

Crankcase 20. Gauge, Oil Pressure

Gasket, Inspection Plate 21, Plate, Oil Baffle

Plate, Valve Inspection 22, Cushion, Mounting

Cap, Crankcase Breather 23. Nipple, Oil Drain

Pin, Dowel 24. Coupling, Oil Drain

Cup Assy., Oil Filler 25, Plug, Oil Drain

Adapter, Crankcase Breather
Gasket, Crankcase Inspection Plate
Plate, Breaker Inspection

Gasket, Crankcase Breather Adapter
Gasket, Oil Base
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ILLUSTRATIONS W3C SERIES

CYLINDER AND VALVE GROUP

Gasket, Cylinder Water Outlet
Head Cylinder

Cap, Cylinder Head

Gasket, Cylinder Head Cap
Gasket, Cylinder Head

. Stud. Cylinder Head Mtg.

Stud, Head & Block
Valve
Insert, Valve Seat

Switch, Hi-Water Temp. Cut-off

Valve, Block Drain
Tee, Pipe

. Connector, Inverted Male
. Ebbow, Inverted Male
. Plate, Water Inlet

Gasket Inlet Plate
Block Cylinder
Plug, Welsh
Gasket. Base

. Spring, Valve
. Washer, Spring Retainer

Lock, Spring

PISTON AND CONNECTING
ROD GROUP

Ring, Pin Lock
Pin, Piston
Piston

Ring Set

Rod, Connecting
Screw, Rod Csp
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10.
11.
12.

13.

14,
15.
16.
17.

CRANKSHAFT AND FLYWHEEL CAMSHAFT GROUP
GROUP
Dog, Pulley & Crank 1. Pin, Cup Stap
Dog, Crank 2. Cup & Stud Assy., Governor
Nut, Gear Lock 3. Wire, Weight Retaining
Washer, Gear 4, Weight, Governor
Gear Set 5. Gear Set
Bearing, Crankshaft 6. Washer, Spacer
Plate, Front Bearing 7. Bearing Camshaft
Crank, Hand 8. Key, Woodruff
Key, Woodruff 9. Camshatft
Crankshaft 10. Plug, Hubbard
Gasket, Rear Bearing Plate 11, Shaft, Vaive Lifter
Plate, Rear Bearing 12, Bearing, Valve Lifter
Pin, Dowel 13. Spring, Spacer
Connector, Inverted Male : 14. Bushing, Spacer
Seal, Rear Bearing Plate Oil 18, Lifter, Valve

Flywheel 16, Screw, Lifter Lock
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OlL PUMP GROUP

Gear, Drive

Gear Set

Key, Woodruff

Gasket, Body

Body, Oi1l Pump
Connector, Inverted Male
Line, Oil

By-Pass Assembly

Cup, Oil Intake

Tee, Inverted

Tee, Pipe

Screw & Nut, Adjusting
Spring, By-Pass

Valve, Plunger

Body & Cup, By-Pass

GOVERNOR GROUP

Bearing, Needie

Cover, Spring

Stud, Sensitivity Adjusting
Bushing, Needle Bearing
Shaft, Governar

Arm, Governor

Spring, Governor
Washer, Shaft Felt
Paddle, Governor Shaft
Enob, Adjusting

Bracket, Adjusting Screw
Screw, Adjusting

Link, Connecting

Ball, Bearing



WaC SERIES ILLUSTRATIONS

WATER PUMP GROUP

1. Body, Water Pump
2. Cover-

3. Gasket, Cover

4, Gasket, Mounting

5. Impeller Assembly
8. Ring, Retaining .

7. Screw, Flat Head

8. Shaft & Bearing Assy.
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FLAME ARRESTER AND AIR CLEANER MUFFLER GROUP
GROUP

-Stud, (Air Cleaner)(Flame Arrester) 1
(Cleaner, Air)(Flame Arrester) 2. Outlet, Exhaust
Adapter, Vapor Trap 3. Stud, Exhaust Outlet
- Gasket, (Air Cleaner)(Flame Arrester) 4, Strap, Muffler
]
8
7

. Gasket, Exhaust Outlet

Trap, Vapor S . Bracket, Muffler
Support, (Alr Cleaner)(Flame Arrester) . Tubing, Exhaust
Adapter, (Air Cleaner)(Flame Arrester) . Muffler, Exhaust
Tube, Breather

Arrester, Flame
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AUTOMATIC (THERMO.) CHOKE
P
1. Body, Choke ELECTRIC CHOKE GROU
2. Shaft, Choke
3. "U" Tube, Choke 1. Cover Assy., Choke
4. Element, Thermostat 2. Element, Thermostat
5. Plate, Spacer 3. Body, Choke
8. Plate, Choke 4. Cover Assy., Electric
7. Hose, Carburetor to Choke 8. Strap Element Retainer
€. Bracket
7. Choke, Manual
8. Clip, Manual Choke
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Cover, Coil Box
Shield, Spark Plug
Jumper, Coil

Clamp, Coil Mounting
Plug, Spark

Cable, Spark Plug
Coil, Ignition

Block, Insulating .
Lead, Breaker to Panel
Plunger, Breaker
Seal, Oil

Condenser

Spring, Breaker Arm

IGNITION GROUP-BATTERY

14,
15.
16.
17.
18.
19.
20.
21.
22,
23.
24,
25,
26.

Box, Coil

Stud, Breaker Arm
Point Set

Bracket, Breaker Spring
Stud, Coil Box Mounting
Lead, Primary

Box & Cover, Coil
Strap, Ignition Coil
Grommet, Rubber

Clip, Cable

Filter, Ignition

Switch Assy., Remote Start-Stop

Nut, Cable Knurled




ILLUSTRATIONS

W2C BERIES
8

FAIRBANKS-MORSE MAGNETO GROUP

1.

Bushing, 1dler Gear - FM & Wico
Gear, Drive Idler - FM & Wico
Gearcase, Drive - FM & Wico

. Stud, Gearcase - FM & Wico

Gasket, Flange - FM & Wico
Gear, Drive - FM & Wico
Shaft, Idler Gear - FM & Wico

. Cable Assy., Spark Plug

Nut, Cable Knuried
Magneto, Fairbanks Morse

Plug, Spark
Shield Assy., Spark Plug

. Lead Magneto to Control Panel

Cover, End Cap
Gasket, End Cap Cover
Cap, End

Cap Mounting
ks
Paoint Set
Outlet, Cable
Coil Assy.
Bearing, Ball
Rotar, Magnetic
8him, Thrust Bearing
Bearing, Sleeve
Rotor, Distributor

217.

28.
30.
31.
32,
33.

385,
36.
37.
38.
3.
40,
41.

43.
4“.
45.
46.
41.
48,
49,

81.
83.
”0

WICO MAGNETO GROUP

Pinion, Rotor

. BHub, Impulse Coupling

Coupling, Impulse
Magneto, Wico
Lead, Ground
Gasket, Coil
Arm

. Cap

Housing, Gear

Pad, Cam Oil

Rotor Assy.

Clamp, Coil Core

Plug, Oil

Gasket, Condenser Case
Contact, Fixed

Arm, Breaker

Screw, Fixed Contact
Washer, Breaker Point Spacing
Spacer, Breaker Arm
Clip Assy., Distributor
Dust Washer, Arm

Cup, Drive

Spring Drive

Arm, Trip

Gaskst, Impuise Stop

Cover, Distributor Cap Shield
Bushing, Rotor
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Tube, Fuel Tank

Base, Tube

Gasket, Tube Base

Tank, Fuel

Cap, Fuel Tank

Band, Tank Mounting
Carburetor

Stud, Carburetor Mounting
Line, Fuel

Bracket, Tank Mounting

. Pump, Fuel

Gasket, Carburetor Flange

. Elbow, Carburetor Inlet

Gasket, Adapter

FUEL SYSTEM GROUP

15.
18.
17'
18.
19,
20.
21.
22,
23.
24.
25.
26.
217,
28,

Plate, Fuel Distribution
Gasket, Pump Filter Bowl
Bowl, Pump Filter .
Gasket, Primer Lever
Lever, Primer

Gasket, Pump Flange
Follower, Ecceatric
Spring, Follower

Screen, Pump Filter
Shaft, Follower

Pan Assy., Carburetor Drip
Cock, Tank Shutoff

Elbow, 45°

Elbow, Inverted Male
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CARBURETOR PARTS GROUP

1. Bcrew, Bowl Assy. 24, Gasket, Body to Bowl 47 plug, Well P e
2, Needle, Jet Adj. 25. Retainer, Adj, Needle 48. Water, Well ﬁfxgagﬂbre
S. Lever, Throttle Clamp 26, Gasket, Cover to Bowl 48. Knob, Choke Shaft
4. Screw, Lever Clamp 27. Screw, Throttle Plate 50. Pin, Knob Taper
5. Lockwasher, Bowl Assy. 28. Lockwasher,PlateScrew5l. Screw, Bowl Cover
6. Spacer, Throttle Lever 29, Plate, Throttle 52. Screw, Choke Plate
7. Lever, Throttle S8top 30. Body, Throttle §3. Plate, Choke
8. Cover, Fuel Bowl 31. Plate, Choke 54, Shaft, Float
9. Spring, Adj. Needle 32, Jet, Main - 55. Sleeve Assy., Choke
10. Spring, Stop LeverClamp 83, Washer, Jet Fibre 56. Shaft Assy., Choke
11, Spring, Stop Lever 34, Washer, Shaft Thrust 5§7. Gasket, Body to Bowl
12, Needle Assy., Adj. 35. Pin, Washer Taper 58. Gasket
13. Plate, Throttle 36. Lockwasher,Choke Plate 59. Valve Assy., Float
14, Washer, Seat Fibre 37. Screw, Choke Plate 60. Gasket, Nozzle
15. Shaft, Throttle 38. Spring, Adj. Screw 61. Nozzle Assy.
16. Screw, Stop Lever 38. Screw, ldle Adjusting 62. Nut & Jet
17. Needle, Idle . 40. Bowl, Fuel 63. Float & Lever Assy.
18, Packing, Adj. Needle 41, Screw, Body to Bowl 64. Body Assy.
19, Valve & Seat, Fuel 42. Lockwasher, Screw 65. Needle, Idle
20. Retainer, Needle Packing 43, Shaft, Choke Plate 66. Spring, ldle Needle
21, Bcrew, Throttle Plate 44. Plug, Bowl Drain 67. Spring Lever Adj. SBcrew
22. e, Float 45. Washer, Well Fibre 68. Bcrew, Stop Adj.

23. Float, Fuel Bowl 46. Well, Metering 69. Shaft Assy., Throttle
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RADIATOR AND FAN GROUP

Ornament, Radiator Cap
Cap, Radiator

Gasket, Cap

Top, Radiator

Hose, Radiator

Clamp, Hose

Inlet, Cylinder Water
Gasket, Water Inlet
Grille, Radiator
Radiator Assy.

. Panel, Side

Shroud, Fan
Gasket, Water Outlet /320 -93
Guard, Fan

. Outlet, Cylinder Water

Gasket, Water Outlet Lower
Gasket, Base

Bracket, Crank

Belt, Fan

Stud, Support

Base, Radiator

Blade, Fan

Hub, Fan

. Bracket, Fan Support

Nipple, Drain

. Coupling, Drain

Cock, Drain
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1. Frame only 12. Cover, Bearing Support

2. Coil Assy.. Field 13. Plae, Bearing

3. Coil, Interpole 14. Band, End Bell .

4. Poleshoe . . 15. Washer, Generator Mounting
S. Frame Assy., Generator 16. Stud, Bearing Support

6. Armature Assy. 17. Bearing, Armature Ball
7. Stud, Armature Thru 18. S8pring, Brush

8. Rig Assy., Brush . 19. Brush

8. Bell, End 20. Condenser =3 {Z-Q0S5Q
10. Clip, Bearing Stop 21. Spider, Brush Rig

11.

Gasket, Bearing Plate 22. Cover, End Bell
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Ammeter

Panel only

Relay, Charge

Switch, Start Solenoid
Resistor

Wire, Resistance

Cover, Control Box

Pin, Hinge

Panel, R.H. Side (Instrument)
10. Base, Control :
11. Bracket, Start Solenoid Mtg.
12. Post, Negative Terminal
13. Post, Positive Terminal

14. Guard, Resistor.

15. Clamp, Control Base

16. Switch, Assy., Start-Stop
17. Strap, Ground

18. Grommet, Rubber

19. Panel, L.H. Side (Plain)
20. Panel Only, Control

21. Bracket, Shunt Mounting
22. Box only, Control -

CONTROL GROUP

Cover, Control Box

. Ammeter

Switch, Stop

. Shunt, Ammeter
. Switch, Start

Coil, Choke

. Adapter, Battery Positive Post
. Block, Positive Post Insul.

. Relay, Start

. Washer, Resistor

Grommet, Rubber
Grommet, Rubber

. Condenser

Switch, Ignition Toggle

. Support, Control Box

. Post, Negative Términal
. Post, Positive Terminal
. Armature & Blade Assy.
. Spring, Armature Return

Core only, Coil
Coil Only, Relay

. Contact Assy. , Stationary

Frame Assy., Relay -




. MODEL INDEX SECTION

W2C ENGINE-GENERATOR

ENGINE GENERATOR CONTROL
PLANL SECTION SECTION SECTION
MODEL NO. COLUMN CéLUU%N DATA NO. |[WIRING DIAGRAM NO.
f——

* W2A. 0-99 R t 1
W2A-1 0-99 R 2484 1
W2A-12 0-99 R 2484 1
W2A-97 0-99 R 2484 1
W2A-104 100-198 R 5039
W2A-217 200-298 R 5039 480156
W2A-231" 200-299 R 5041 §80145
W2A-250 200-295 R 5039 480140
W2A-260 200-299 R 5039 480140
waD 0-99 M 146C 81209
w2D-1 0-99 M 146C 81209
wW2D-100 100-199 M 4324 81209
W2D-102 100-199 M 5078 80804
W2D-200 200-299 M 5062 81209
Ww2D-202 200-299 M 5078 80804
W2D-300 300-399 M 5062 81209
wW2D-302 300-399 M 5078 80804
W2D-400 400-499 M 5062 80804
W2D-402 400-499 M 5078 80804
W2D-403 400-489 M 5062 80804
W2ZDS 0-99 R 380A 80162
wW2Ds-100 100-199 R 380A 80162
W2Ds-200 200-299 R 5063 80806

* W2M 0-99 M 1 81203
W2M-5 0-89 M 5035 81205
W2M-17 0-99 M 5035 81205
W2M-11 0-99 M 50385 - 83026
W2M-13 0-89 M 5035 81204
wW2M-17 0-99 M 311B 81207
W2M-18 0-89 M 5035 81210
W2M-101 100-199 M 5035 " 81205
W2M-105 100-199 M 5035 81205
W2M-107 100-199 M 5037 81205
W2M-113 100-199 M 5035 81205
wW2M-208 200-299 M 5086 81205
wW2M-213 200-299 M 50835 81205
W2ZM-231 200-299 M 50317 80800
W2M-241 | 200-288 M 5036 81205
W2M-242 200-299 M 5035 81205
W2M-244 200-298 M 5108 81205

& ¢ Use also #300B11 Automatic Control
- § ¢ Use also #300-61 Automatic Control
1 = To Insure Receiving the Correct Part Refer Order to Factory.Include
Model and Serial Number of Unit
+ =« This book applies to 3'' bore models only. Some early W2A, W2M and
" W2S Models were 2-3/4" bore. For the 2-3/4" bore models order by
description and include the Model and Serial Number of the unit.




MODEL INDEX SECTION =

W2C ENGINE-GENERATOR

S

ENGINE GENERATOR CONTROL
PLANT SECTION SECTION SECTION
MODEL NO. COLUMN |ca%B/n]l DATA NO. |WIRING DIAGRAM NO.
W2M-308 300-399 M 5086 81205
W2M-313 300-399 M 5035 81205
W2M-331 300-399 M 5037 80800
W2M-341 300-399 M 5036 ’ 81205
W2M-342 300-399 M 5035 81205
W2M-344 300-399 M 5108 81205
W2M-408 400-499 M 5086 81205
W2M-413 400-499 M 5035 81205
W2M-431 400-499 M 5037 80800
W2M-441 400-499 M 5036 81205
W2M-442 400-499 M 5035 81205
W2M-444 400-499 M 5108 81205
W2SA-8 0-99 R i t
* W2S 0-99 R 1 1
W2S-2 0-99 R 2568 80140
w2S-3 0-99 K 5039 80140
wW2S-4 0-99 R 236 80155
W2S-5 0-99 R 255A 83039
w2s-8 0-99 R 266A 80140
w2s-11 0-99 R 5039 80140
W2S-13 0-99 R 234 80154
wa2s-14 - 0-99 R 5039 80140
W2S-15 0-99 R 297 80157
W2s-16 0-99 R 255A ; 83039
wW2s-117 0-99 R 5039 : 80156
Ww2s-21 '0-99 R 5039 80140
W2s-23 0-99 R 421A 80145
W2s-24 0-99 R 248A 80160
W2S-25 0-99 R 248A 80156
W2S-26 0-99 R 421A 80145
W2s-27 0-99 R 407 80169
Ww2s-50 0-99 R 407 80140
W2S-60B 0-99 R 234 t
W2S-105 100-199 R 5039 80181
W2S-108 100-199 R 266A 80140
w2s-114 100-199 R 5039 80140
w2s-117 100-198 R 5039 80156
w2s-128 100-199 R 5039 80140
w2s-129 100-199 R 407 80140
W2S-130 100-199 R 493 80187 ‘

t = To Insure Receiving the Correct Part Refer Order to Factory. Include
Model and Serial Number of Unit.
* = This book applies to 3" bore models only. Some early W2A, W2M and
W2S Models were 2-3/4" bore. For the 2-3/4" bore models order by
description and include the Model and Serial Number of the unit.




+  MODEL INDEX SECTION

W2C ENGINE-GENERATORK

* = Housing Mounted Control. Used in Addition to Plant Mounted Control .

ENGINE GENERATOR CONTROL
PLANT SECTION SECTION SECTION
MODEL NO. COLUMN [caitun]l DATA NO.  |[wiRING DIAGRAM NO.
W2s-132 100-199 R 421A 80145
w2s-137 '100-199 R 5039 80176
W2s-138 100-199 R 5039 80140
W2s-145 100-199 R 5039 80176
W2s-150 100-199 R 5039 80140
W2s-151 100-198 | R 274A 80140
W2s-154 0-99 R 274A 80140
W2S-208 200-299 R 5084 80140
W2s-217 200-299 | R 5039 80156
w2s-231 200-299 R 5041 80145
W2s-232 200-299 R 5041 80145
w2s-237 200-299 R 5039 80176
W2S-238 200-289 R 5039 80140
W2s-241 200-299 R 5040 80140
W2S-243 . 200-299 R 5042 80177
- W2s-244 200-299 R 5108 80140
wW2s-250 200-299 R 5039 80140
W2s-260 200-299 | R 5038 80140
W2s-308 300-399 R 5084 80140
| W2s-331 300-399 | R 5041 80145
W2s-332 300-399 R 5041 80145
W2s-337 300-398 | R 5038 80176
W2s-338 300-399 | R $039 80140
W2s-341 300-399 R 5040 80140
W28-343 3G0-389 | R 5042 80177
W2s-344 300-399 R 5109 “ 80140
W25-345 300-399 R - 5118 80140
W2s-350 300-398 | R 5039 80140
W2s-353 300-399 R 541 80177
W2S-354 300-399 | R 5109 80140, 83031*
W2S-355 300-399 R 5115 80140, 83061+
W2s-360 300-399 R 5039 80140
Ww2s-361 300-399 R 5115 80140
W2s-408 400-499 R 5084 80140
W2s-431 400-499 | R 5041 80145
W2S-432 400-499 | R 5041 80145
W2S-437 400-499 | R 5039 80176
W2s-438 400-4%9 | R 5039 80140
W2S-441 400-499 | R 5040 80140
W25-443 400-499 R 5042 80177

Mounts Voltmeter, Circuit Breaker etc. in Rear of Housing.




MODEL INDEX SECTION

W2C ENGINE-GENERATORK
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PLANT ENGINE GENERATOR CONTROL

MODEL NO SECTION SECTION SECTION
’ COLUMN [c Binll DATA NO. [[wiRiNG DIAGRAM NoO.

W2S-444 400-489 R 5109 80140
W2S-445 400-499 R 5118 80140
W2S-450 400-499 R 5039 80140
W25-453 400-499 R 541 80177
W2S-454 400-499 R 5108 80140, 83031*
W25-455 400-499 R 5115 80140, 83061*
W2s-460 400-499 R 5039 80140
W2S-461 400-499 R 5115 80140
W2s-508 500-598 R 5084 611B5
W2s-531 500-599 R 5041 611B6
W2S-532 500-599 R 5041 611B6
W2S-537 500-599 R 5039 611B5, 801768
Ww2s5-538 500-5998 R 5039 611B5
W2S-541 500-598 R 5040 611BS
W2s-543 500-599 R 5042 611B7
W28-544 500-599 K 5109 611B5
W25-545 500-588 R 5118 611B7
W2s5-350 500-599 R 5039 611B5
w23-583 500-599 R 541 611B7
W2s-554 500-599 R 5109 611B5, 83031+
W2s-555 S00-599 | R 5115 611B5, 83061+
W2S-558 500-589 | R 5039 611B5
W2s-560 500-599 R 5039 61185
W2s-561 500-599 R 5115 611B5
Ww2s-562 500-589 | R 5039 611BS, 83061*
W2S-568 500-59¢ R 5039 611B23
W3A 0-99 R 5038 t
W3A-1 0-99 R 5038 t
W3A-14 0-99 R 5039 T
W3A-101 100-188 | R 5039 t
W3A-102 100-199 | R S041 t
W3A-103 100-199 R 5039 82507
W3A-217 200-298 | R 5039 480156
W3A-231 200-299 | R 5041 §80145
W3A-250 200-298 | R 5039 480140
W3A-260 200-298 | R 5039 480140
W3D-2 0-99 M 146C .
W3D-3 0-98 M 432A 80168B
wW3D-4 0-99 M 4437 °
W3D-100 100-188 ° M 4324 81209

t = To Insure Receiving the Correct Part Refer Order to Factory. Include

Model and Serial Number of Unit,

4 = Use also #300B11 Automatic Control.
§ - Use also #300-61 Automatic Control.
e = Controls hy Customer .
* - Housing Mounted Control. Used in Addition to Plant Mounted Control.

Mounts Voltmeter, Circuit Breaker etc. in Rear of Housing.

8 = Use only Parts mounted in Rear of Housing.

for Plant Mounted Controls.

Use other W.D. Listed




»  MODEL INDEX SECTION

W2C ENGINE-GENERATOR

ENGINE GENERATOR CONTROL

PLANT SECTION SECTION SECTION
MODEL NO.  IrenTUMN JcaUBml| DATA NO. [WIRING DIAGRAM NO.
W3D-103 100-199 M 4324 80168B
W3D-105 100-199 M 5078 80804
W3D-106 100-199 M 5062 80805
W3D-200 200-299 M 5062 81209
W3D-202 200-299 M 5078 80804
W3D-206 200-299 M 530 80805
W3D-300 300-399 M 5062 81209
W3D-302 300-399 M 5078 - 80804
W3D-306 300-399 M 5062 80805
W3D-400 400-499 M 5062 80804
W3D-402 400-499 M 5078 80804
W3D-403 400-499 M 5062 80804
W3D-406 400-499 M 5062 80805
W3D-502 500-599 M 5078 80804
W3Ds . 0-99 R 426 80166
W3Ds-200 200-299 R 5063 80806
W3Ds-232 200-299 R 5063 80806
W3DS-300 300-389 R 5063 80806
W3DS-332 800-399 R 5063 il 80806
W3DS-400 { 400-499 R 5063 80806
W3Ds-432 400-499 R 5063 80806
wW3M 0-89 M 5035 || 81204
W3M-2 0-99 M 173D 81220
W3M-38 0-99 M 181A 83026
W3M-4 0-99 M 5109 81228
W3M-5 0-99 M 173D 81220
W3M-6 0-99 M 173D 81220
W3M-8 0-98 M 181A 83026
W3M-8 0-99 M A 81228
W3M-10 0-99 M 208B o
W3M-13 0-99 M 173D 81204
W3M-15 0-99 M 5084 81206
W3M-16 0-99 M 173D 81220
W3M-18 0-99 M 173D 81208
W3M-19 0-98 M 173D 81220
W3M-20 0-99 M 173D 81220
W3M-21 0-988 M 173D 81220
W3M-22 0-99 M 173D 81220
W3M-31 0-988 M 173D 81220
W3M-40 0-99 M 404B 83047

1 = To Insure Receiving the Correct Part Refer Order to Factory. Include
Model and Serial Number of Unit.
e = Controls by Customer.




MODEL INDEX SECTION ,,

W2C ENGINE-GENERATOR

PLANT ENGINE GENERATOR CONTROL

MODEL NO SECTION SECTION SECTION
' COLUMN [cai%Bnll DATA NO. |[WIRING DIAGRAM NoO.

W3M-41 0-99 M T 81205
W3M-42 0-99 M 173D 81205
W3M-113 100-199 M 5035 81205
W3M-118 100-199 M 173D 81208
W3M-131 100-199 M 5035 81220
W3M-135 100-199 M 468 81205 -
W3M-139 100-199 M 173D 80802
W3M-141 100-199 M T 81205
W3M-143 100-199 M 5035 81205
W3M-144 100-199 M 461B 81205
W3M-145 100-199 M 5037 81205
W3M-146 100-199 M 5037 80800
W3M-147 100-199 M 5035 81205
W3M-192 100-199 M 173D 81220
W3M-208 200-299 | M 5086 81205
W3M-213 200-299 | M 5035 81205
W3M-231 200-299 | M 5037 80800
W3M-241 200-299 | M 5036 81205
W3M-242 200-299 M 5035 81205
W3M-244 200-299 | M 5108 81205
W3IM-246 200-299 M 5037 80800
W3M-308 300-398 | M 5086 81205
W3M-313 300-399 | M 5035 81205
W3M-331 300-399 | M 5037 80800
W3M-341 300-399 M 5036 81205
W3M-342 300-398 | M 5035 81205
W3M-344 300-399 | M 5108 81205
W3M-362 300-398 | M 545 602A10
W3M-408 400-499 | M 5086 81205
W3M-413 400-498 | M 5035 81205
W3M-431 - 400-499 M 5037 80800
W3M-441 400-499 M 5036 81205
W3M-442 400-499 | M 5035 81205
W3M-444 400-489 | M 5108 81205
W3M-461 400-499 | M 583 81205
W3M-462 400-499 [ M 545 602A10
W3SA-117 100-199 | R 5039 T
w3s 0-99 R 248A t
W3s-1R30/A 400-499 R 5039 611B18
W3s-1R/30A 500-598 ' R 5039 611B23

1 = To Insure Receiving The Correct Part Refer Order to Factory. Inchude
Model and Serial Number of Unit.




» MODEL INDEX SECTION

W2C ENGINE-GENERATOR

ENGINE GENERATOR CONTROL
PLANT SECTION SECTION SECTION
MODEL NO. COLUMN [caiB,nll DATA NO. ||WIRING DIAGRAM NO.
W3S-1R30/B 500-599 | R 5039 611B23
W3S-1R/30B 500-599 | R 5039 611B23
W3s-1R31/A 400-499 | R 5039 1
W3s-1R/31B || 500-599 | R 5039 611B23
W3S-1R,'206 200-299 | R 5039 80140, 83061*
w3s-2 0-99 R 256B 80140
w3s-3 0-99 R 5039 80140
W3S-3R30/A 400-499 | R 5041 611B26
-W3S-3R30,B || 500-599 | R 5041 611826
W3S-3R31/A 400-499 | R 5041 611B26
W3s-3R31,/B 500-599 | R 5041 611826
W3s-4 0-99° R 236 80155
W3s-5 0-99 R 2554 83039
W3S-6 0-99 R 241 80156
w3s-7 - 0-99 R 421A 80153
W3s-9 0-99 R t 80140
W3s-10 0-99 R 5109 80140
w3s-12 0-99 R 274A 80155
w3s-14 0-99 R 248A 80140
w3s-17 0-99 R h 5039 80156
w3s-18 0-99 R 405E 80156
w3s-19 0-99 ‘R 236 80155
W35-20 0-99 R 256B 80140
w3s-21 0-99 R 248A 80140
w3s-22 0-99 R 248A 83043
| .

w3s-24 0-99 R 2368 80153, 83046+
W3s-25 0-99 R 5109 t
W3S-26 ‘|l o-99 R 405E 80153
W3s-27 0-99 R 437 80156
w3s-28 0-99 R 40SE 81215
W3ss-29 0-99 " R 5084 : 80140
W3s-30 0-99 R 5039 80140
W3s-31 0-99 R 421A 80140

. W35-50 0-99 R 5039 80140
W3s-105 400498 | R 5100 80181
W3S-105M 500-599 | R 5100 611B16
W3S-105W 500-599 | R 5100 611B16
W3S-110 100-199 | R 5109 80140
w3s-111 100-189 | R 5109 80155
W3s-114 100-189 ' R 5039 80140

t = To Insure Receiving the Correct Part Refer Order to Factory. Include
Model and Serial Number of Unit. .

* = Housing Mounted Control. Used in Addition to Plant Mounted Control.
Mounts Voltmeter, Circuit Breaker etc. in Rear of Housing.




MODEL INDEX SECTION ,,

W2C ENGINE-GENERATOR

ENGINE GENERATOR CONTROL

PLANT SECTION SECTION SECTION
MODEL NO. COLUMN COSLU?MN DATA NO. [|WIRING DIAGRAM NO.
Ww3s-117 100-199 | R 5039 80156
W3S-120 100-199 | R 2568 80140
Ww3s-121 100-199 | R 405E 80140
W3s-128 100-199 | R 405E 81215
W35-129 100-199 | R 5084 80140
W3s-130 100-199 | R 5039 80140
W3s-131 100-199 | R 4214 80140
W3S-132 100-199 | R 5039 t
W3S-133 100-199 | R 451 80169
W3S-134 100-199 | R 467 80174
W3S-135 100-199 | R 4634 80140
W3S-136 100-199 | & 1 80177
W3S-137 100-199 | R 5039 80176
W3s-138 100-199 | R 5039 80140
W3S-139 100-199 | R 405E 80183
W3S-140 100-199 | R 5039 80140
W3s-141 100-199 | K 5040 80140
W35-142 100-199 | R 5109 80140, 83012 ®
W3S-143 100-199. | R 5042 80177
W3S-144 100-158 | R 421A I 80140
W3S-150 100-199 | & 5039 80140
W3s-155 400-499 | R 5100 80181
W3S-155M 500-599 | R 5100 611B16
W3S-155W 500-599 | R 5100 611B16 .
W3S-175 400-499 | R 544 80181
W3S-185 400-499 | R 546 | 611B9
W35-203 200-299 | R 5039 82507
W3S-206 |l 200-299 | R 538 80140, 83061*
W3S-208 200-299 | R 5084 80140
W3S-217 200-299 | R 5039 80156
w3s-227 200-299 | R 5039 80156
W3s-231 200-299 | R 5041 80145
W3S-232 200-299 | R 5041 80145
W3S-233 200-299 | R 5041 80186
W3s-235 200-299 | R 5114A 80145
W3S-237 200-299 | R 5039 80176
W3S-238 200-299 | R 5039 80140
W35-241 200-299 | R 5040 80140
W3S-243 200-299 | R 5042 80177
W3S-244 200-299 ! R 5109 80140

1 = To Insure Receiving the Correct Part Refer Order to Factory. Include
Model and Serial Number of Unit.

® - Wall Mounted Panel and Cabinet. Used in Addition to Plant Mounted Con-
trols. Mounts Voltmeter, Circuit Breaker etc.

* - Housing Mounted Control. Used in Addition to Plant Mounted Control.
Mounts Voltmeter, Circuit Breaker etc. in Rear of Housing.



‘%  MODEL INDEX SECTION

W2C ENGINE-GENERATOR

ENGINE GENERATOR CONTROL
PLANT SECTION SECTION SECTION
MODEL NO. COLUMN cét.uusam DATA NO. [wiRiNG DIAGRAM NO.
P————

W3S-250 200-299 | R 5039 80140
W3S5-252 200-299 | R 512 81236
W3S-253 _ 200-299 | R 541 80177
W35-254 200-299 | R 5109 || 80140, 83031*
W3S-255 200-299 | R 538 80140, 83061*
W3S-256 200-299 | R 541 80177
W3s-260 200-299 | R 5039 80140
W35-306 300-399 | R 5115 80140, B3061*
W3S-308 300-399 | R . 5084 80140
w3s-317 300-399 | R 5039 80156
W3s-331 300-399 | R 5041 80145
W3S-332 300-399 | R 5041 80145
W3S-335 300-399 | R 5114A 80145
w3s-337 300-399 | R 5039 80176
W3s-338 | 300-399 | R 5039 80140
W3s-341 300-399 | R 5040 80140
W3S-343 300-399 | R 5042 80177
W3S-344 300-399 | R 5109 80140
W3S-345 300-399 | R 5118 80140
W3S-350 300-399 | R 5039 80140
w3s-353 300-399 | R 541 80177
W3S-354 300-399 | R 5109 80140, 83031*
W3s-355 300-399 | R 5115 80140, 83061*
W3s-357 300-399 | R 5115 80140
W3s-358 300-399 | R 5039 80140
W3S-359 300-3%9 | R 5041 80186
W3S-360 300-399 | R 5039 80140
W3S-361 -1 300-399 | R 5115 80140
W3s-362 300-399 | R 5039 80140, 83061*
W3S-364 300-399 | R 5118 80140, 611B8*
W3S-406 400-499 | R 5115 80140, 83061*
W35-408 400-499 | R 5084 80140
W3S-417 400-499 | R 5039 80156
W3s-431 400-4%9 | R 5041 80145
W3S-432 400-499 | R 5041 80145
W3S-435 400-499 | R 5114A 80145
W3S-436 400499 | R | 1 80177
W3s-437 400-499 | R 5039 80176
w3s-438 400-499 | R 5039 80140
W3S-441 400-499 ' R 5040 80140

1 = To Insure Receiving the Correct Part Refer Order to Factory. Include
Model and Serial Number of Unit.

* - Housing Mounted Control. Used in Addition to Plant Mounted Control.
Mounts Voltmeter, Circuit Breaker etc. in Rear of Housing.




MODEL INDEX SECTION

W2C ENGINE -GENERATOR

ENGINE GENERATOR CONTROL
PLANT SECTION SECTION SECTION

MODEL NO. COLUMN CdsLUUEMN DATA NO. [|WIRING DIAGRAM NO.
W3S-443 400-499 R 5042 80177
W3S-444 400-499 R 5109 80140
W3S-445 400-499 R 5118 80140
W3S-450 400-499 R 5039 80140
W3S-453 400-499 R 541 80177
W3S-454 400-499 R 5109 80140, 83031*
W3S-455 400-499 R 5115 80140, 83061*
W3S-457 400-499 R 5115 80140
W3S-458 400-499 R 5039 80140
W3s-459 400-499 R 5041 80140, 80186&@
W3S-460 400-499 R 5039 ) 80140
W3S-461 400-499 R 5115 80140
W3S-462 400-499 Kk 5039 80140, 83061*
W3S-463 400-499 R 1 80177
W3S-464 400-499 R 5118 80140, 611B8*
W3S-465 400-499 R 554 80145
W3S-506 500-599 R 5115 611B5, 83061*
W3S-508 500-599 R 5084 611B5
W3S-517 $00-599 R 5039 611B5
W3s-531 500-599 R 5041 611B6
W3s-532 500-599 R 5041 611B6
W3S-535 500-599 R 5114 611B6
W3S-536 500-599 R 1 611B7 .
W3S-5317 500-599 R 5039 611BS, 801768
W3sS-538 500-599 R 5039 611BS
W3S-541 500-599 R 5040 611B5
W3S-543 500-599 R 5042 611B7
W3S-544 " {1 500-599 R 5109 611B5
W3s-545 500-599 R 5118 611B7
W3S-550 500-599 R 5039 611B5
W3S-553 500-599 R 541 611B7
W3S-554 500-599 R 5109 611B5, 83031*
W3S-555 500-599 R 5115 611B5, 83061*
W3s-557 500-599 R 5115 611BS
W3s-558 500-599 R 5039 611B5
W3s-559 500-599 R 5041 611B6, 80186®
W3S-560 500-599 R 5039 611B5
W3S-561 5§00-599 R 5115 611B5
W3S-562 500-599 R 5039 611B5, 83061*
W3S-563 $00-599 R 611B7

1
* - Housing Mounted Control. Used in Addition to Plant Mounted Control.
Mounts Voltmeter, Circuit Breaker etc. in Rear of Housing.
t = To Insure Receiving the Correct Part Refer Order to Factory. Include
Model and Serial Number of Unit.
B = Use only Parts mounted in Rear of Housing. Use other W.D. listed for
Plant Mounted Controls.




.+ MODEL INDEX SECTION

W2C ENGINE-GENERATOR

If ENGINE GENERATOR CONTROL
PLANT SECTION SECTION SECTION
MODEL NO. COLUMN ccﬁ_uusam DATA NO. [[WIRING DIAGRAM NO.
W3S-564 500-599 | R 5118 611B7, 611B8*
W3S-565 500-599 | R 554 61186
W3S-566 500-599 | R 5039 611B5, 611A21*
W3S-567 |l s00-599 | R 5041 611B6
W3s-568 500-599 | R 5039 611B23
W3S-569 500-599 | R 564 61187
W3s-571 500-599 | R 5039 611B5
W3s-572 500-599 | R 5041 611826, 625423
wW3s-573 500-599 | R 5115 611B5
W3S-575 500-599 | R 5039 611B5
w2.58 1 t t t
w2.55-1 1 1 1 1
w2.58-2 t 1 t 1
wW10-20 1 1 1 1
W10-25 0-99 E 5076 83056
wi2-22 0-99 E 350 81235
wWi12-25 0-99 E 350 81216
'W24-30 i 1 1 1 1
W24-35 t t 175 81223
w28-35 0-99 E 363A 81230
w32-25 0-99 E 364A 81232
W32-255A-402 || 400-499 | E 5120 617811
w32-35 0-99 E 81C 81232
W10-25-2 0-99 E 5076 81231
W12-25-1 t t t t
W24-35-2 0-99 E 290A 81223
W24-35-3 0-99 E 175 81233
W28-35-2 0-99 E 363A 81230
W28-35-3 1 0-99 E 363A 81234
W28-35-5 0-99 E 363A 81234
W28-35-6 0-99 E I 1 81234
W32-25-1 0-99 * E 5120 80173
W32-35-4. 0-99 E 364A 81217
wW32-35-5 | 0-99 E 61C 81214
W32-35-6 it 1 t 1
W24-35-13 0-99 E 419E 81233
W10-25-100 100-199 | E 5076 83056
W10-25-200 200-299 | E 5076 83056
W10-25-300 800-399 | E 5076 83056
W10-25-400 400-499 | E 5076 83056
W10-25-500 500-599 ! E 5076 83056

* - Housing Mounted Control. Used in Addition to Plant Mounted Control.

. Mounts Voltmeter, Circuit Breaker etc. in Rear of Housing.

t = To Insure Receiving the Correct Part Refer Order to Factory. Include
Model and Serial Number of Unit.




MODEL INDEX SECTION =

W2C ENGINE-GENERATOR

» ENGINE GENERATOR CONTROL

PLANT SECTION SETTION SECTION
MODEL NO. COLUMN |8 || DATA NO. |[WiRING DIAGRAM NoO.
W10-35-200 200-299 E 5076 83060
W10-35-400 400-499 E 5076 83060
W10-35-500 500-599 E 5076 83060
W12-25-400 400-499 E 350 ’ 606812
*W24-35-213 200-299 E 526 81233
wW28-35-101 100-199 E 1 81234
W286-35-102 100-199 E 1 81230
W32-25-101 100-199 E 5120 80173
W32-25-102 100-199 E 5120 . 80182
W32-25-202 200-299 E 5120 80182
W32-25-232 200-299 E 5120 . 80182
W32-25-302 300-399 E 5120 80182
W32-25-332 300-399 E 5120 80182
W32-25-402 400-499 E 5120 80182
W32-25-432 400-499 | E 5120 80182
W32-25-502 500-599 E 5120 80182
W32-25-532 500-599 E 5120 80182
W32-35-202 200-299 E 5120 80182
W32-35-232 200-299 E 5120 80182
W32-35-302 300-399 E 5120 80182
W32-35-306 300-399 E 5075 81237
W32-35-307 300-399 E 5075 60682
W32-35-308 300-399 E 5075 606B5
Ww32-35-332 300-399 E 5120 80182 -
W32-35-402 400-499 E 5120 80182
W32-35-406 || 400-499 E 5075 81237
W32-35-407 400-499 E 5075 606B2
W32-35-408 || 400-499 E - 5075 606B5
W32-35-432 400-499 E 5120 80182
W32-35-502 500-599 E 5120 80182
W32-35-506 500-599 E 5075 81237
W32-35-507 500-599 E 5075 606B2
W32-35-508 500-599 E 5075 606B5
W32-35-532 500-599 E 5120 80182
W48-35-502 1 1 1 1

1 = To Insure Receiving the Correct Part Kefer Order to Factory. Include
Model and Serial Number of Unit.
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